BACKBOX

QTY MANUF. PART # DESCRIPTION BACKBOX MOUNTING HEIGHT
L RAULAND RTSH534SW TRACER SENSOR SINGLE GANG BACK BOX ABOVE DOORWAY
ON WALL
RACO 674 SINGLE GANG BACK BOX |IN CEILING
JB RACO 674 BACK BOX FOR SENSOR JUNCTIONS WITH SINGLE GANG COVER
CABLE [EGEND
A = PAIGE 800040 12 AWG POWER CABLE L
B = PAIGE 800038 14 AWG POWER CABLE
C = PAIGE 800002 J—-BUS OR X—-BUS CABLE
L W D = PAIGE 800008 J—DROP AND CONSOLE CABLE L
E = PAIGE 800014 S—BUS CABLE
L M F = PAIGE 800012 CL-DROP CABLE
H = PAIGE 454631AHW TV AND LIGHTING CONTROL CABLE B
W L m
M ALL CABLE PULL TO LOW VOLTAGE ROOM 233. L
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Key Plan:

SHERIDAN, WYOMING
RESPONDER IV NURSE CALL SYSTEM

VA MEDICAL CENTER
BUILDING 8 MENTAL HEALTH
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